NOTES

1. EXISTING EQUIPMENT SHOWN SHALL REMAIN.

2. PROVIDE NEW WALL MOUNTED AIR CONDITIONING UNIT AC-2B AND INSTALL ABOVE
EXISTING STEEL BRACE AND BELOW CEILING.

3. PROVIDE SERVICE CLEARANCES PER MANUFACTURER'S INSTRUCTIONS.

4. ROUTE REFRIGERANT LINES AND CONDENSATE DRAIN LINE FROM INDOOR UNIT TO
— (:;> (:;> OUTSIDE AND DOWN TO GROUND LEVEL. ALL PIPE RISERS ALONG THE EXTERIOR WALL

SHALL BE OFFSET TO CLEAR THE EXISTING LOUVER BELOW.
5. REFRIGERANT LINES SHALL BE SIZED PER MANUFACTURER'S RECOMMENDATIONS.

6. PROVIDE NEW PIPE SLEEVES IN WALL FOR PIPE PENETRATIONS. CAULK AND
G <::> iiiiiiiii M\ B T | SEAL ALL AROUND AND MAKE AIRTIGHT BOTH SIDES OF WALL.
1 || 7. PROVIDE MITSUBISHI LINE-HIDE COVER SYSTEM FOR ALL PIPE RISERS ALONG THE
| . | EXTERIOR WALL.
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